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o State of Illinois | ( st
& ENVIRONMENTAL PROTECTION AGENCY

Mary A, Gade, Director 2200 Churchill Road, Springfield, IL 62794-9276
217/782-0610

November 7, 1996

U. S. Environmental Protection Agency

- Attention: SWN - 16] Eugene Chaiken, Chief
NPDES Support and Technical Assistance Branch
Region V
77 West Jackson Boulevard
Chicago, [llinois 60604

Re: Commonwealth Edison Company
Crawford Generating Station
NPDES Permit No. I1.0002186
NPDES Permit Modification Request
Gentlemen:
Please find a copy of an NPDES permit modification request for the facility referenced above.

A copy of the draft permit will be forwarded to your office for your records.

Should you have any questions or comments regarding the above, please contact me at the indicated
telephone number and address.

Sincerely,

fﬁf&% b A limg e
v S

Beth A."Unser

Permit Section

Division of Water Pollution Control
' NV [ fk

BAUN\S6110602.DLK

Attachment: Modificaiton Request Letter

Printed on Recycled Paper
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IN THE MATTER OF: _ " :

)

PETITION OF COMMONWREALTH - ) i

EDISON COMPANY T'OR ADJUSTED ) . AS 96-10

STANDARD FROM 35 ILL. ADM. CODE. ) ‘(Adjusted Standard-Water)
WAL @and () ) |

OP!NION AND ORDER OF THR BOARD (by E. Dunhnmj

This matier comes beforemenaudonanadjnstedmnduﬂpeﬁmn filad by
Commoaweaith Edison Company (ComEd) on May 16, 1996. ComkEd filed an amended
peticion on June 20, 1996 which was supplemented and corrected on July 11, 1996. The
Illinois Environmental Protection Agency (Agency) filed its recommendation instanter on
August 9, 1996. ComEd has published a request for waiver of hearing on the petition and no
request Tor hearing was received from the pubhc Therefare, h.eadng is waived.

Based upon the record and review of the factors involved in consideratian for ulternar.e ,
thermal standards and adjusted standards, the Board finds that ComBd has demonstrated that
the adjusted standard is warranted. 'I'hemfom the Board will grant the adjusted standard for

temperature as proposed by Com.Ed

ComEd requests that the Board grant alternate thermal standards fur ComEd's Iolier,
Will County, Crawford and Fisk generating stations in place of the requirements of 35 Ill.
Adm. Code 302.211(d) end (¢). The suthority for granting alternate thermal standards is
provided by 35 Ill. Adm. Code 304.141(c) and the Clean Water Act (CWA) at 316(a) (33
1.8.C. 1325(3]) The Boan‘.l s rules at 35 1il. Adm. Codc 304.141(c) provides as follows:

. The standards af this chapter shall apply 10 ﬂlermu dischiarges unless, afier
public notice and opportunity for hearing, in accordance with Section 316 of the
CWA and applicable foederal regulations, the Administrator ad (he Bourd have
detcrmined that different standards ghall apply to a particular thermal discharge.
{35 Ill. Adm. Code 304.141(c).) _

Su:tmn 316(1) of the Clean Wm An provides:

wlmrespactta any point sourcc otherwise nbja::to thnpmvmomof&chou
306 of this Act, whenever the owner or operator of any such source, afier
opporwnlcy for public hearing, can demonstrare 1o the satisfaction of the ,
Administrazor (i, if appropriate, ﬂuShhjthaunyeﬂhnmlhnmnonpmposed
- for the control of the thermal campouent of any discharge from any such source
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will require efffuent limitarions more stringent than neocessary 1o assuxe the

protection and propagation of a balanced, indigenous population of shelifish, fish

and wildlife in and on the body of water into which the discharge is to be made,

the Administrator (or, if appropriate, the State), may impose an effluent

limitation under such section on such plant, with respect 10 the thermal

component of such dlscharge (taking into account the imer_ac:ionofsuchthermal :
. component with other pollutants), that will assure the protection and propagation

of 2 balanced indigenons population of shellﬂsh fish and wildlife ia and on that -

body of water. '

USEPA's regula.uons aanhlmh the slmwing nf.cassary w0 demonstram alternate thermal ‘
limltations:

Existing dischargers may bage thcir demonstration upen the absence of prior
appreciable harm. . . . Any such demonstration shall show: (1) That no
appreciable harm hag resulisd from the normal component of the discharge
(taking into account the interaction of such thermal component with other
polhutanss and the additional effect of other thermal sources) to a balanced,
indigenous community of shellfish and wildlifc in and on the body of water into
which the discharge has been made. .

(40 C.F.R. 125.73(c).) . .

" Ite Board's procedural rules do ﬁof.spcclfr the procedural requircments for un alternate
thermal standard determination. In ta fune 20, 1956 order the Board determined to follow the
pracedurcs of Section 106, Subpart G for an adjusted standard.

The Board's responsibility ia this matter ariseq from the Environmental Protection Act
(Act) (415ILCS 5/1 et scq. (1994)). The Board is charged therein 1o “determinc, define and
implement the environmental control standards applicable in the State of Illinois® (415 TLCS
5/5(b)(1994)) and to “grant ..... an adjusted standard far persons whe justify such an adjustment”
(415 ILCS 5/28.1(a)(1994)). More generally the Board's responsibility is based on a system of’
checks and balances integral to Hlinois environmental governance: the Board is charged with the
rulernaking and principal adjudicatary functions, and the Agency is reaponmblc for carrying out
the principal administrative duties. :

. The adjusted standard provision of the Act, at Section 23.1 (415 ILCS 5/28.1 (1954)), was
created by the legislature 1o provide an expedited alternarive ra site-gpecific rulemaking. The _
resuit of either an ndjusted standard or a site-specific rule proceeding is the same (i.c.. relief from
a particulsr rule). In both a general rulemnaking proceeding and a site-specific rulemaking
proceeding, the Doard, pursuant to Section 27 of the Act, is required to take the following factors
into consideration: the wxisting physical conditions, the character of the area invelved, mcludmg
the charactsr of surrounding land uses, zoning classifications, the nature of the existing sir quulity,
or receiving body of water, as the caze may be, and the techmical feasibility and economic '
reasonablencss of measuring or rcdu:mg the part:culu type of pollution. (See specifically, Section

- 27(a).)
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Section 28.1 of the Act establishes the level of justification required for an adjusted
standard and also requires the adjugted standard ta be coasistent with Sectian 27(a). The level of
Jjustification required, as set forth in Section 28.1(c), is that the petitioner present adequate proof

1) Pactors relating to th'a.tl petitioner are substantially and signiﬁ:antly' different
' ftnmthnfnctonrdwdupunbytthoardmadopungdmgenemlremﬂadm
applicable to that petiﬁoner :

2) The existence of those factors justifies an adjusted standard;

3) The requested standard will not resuit in environmental or health effects
substantially or significantly more adverse thap the effects congidered by the
Board in adopting the rulc of gencral applicability; and

4)  The adjusted standard is éom_tsmu'wi_th any applicable federa] law.

_ Code is a public utillty serving approximately e:ght million customers in the norl.hem
fifth of Illinois. (Pet. at 1.) Four of ComEd’s generating stations (Jolict, Will County, Crawford
and Fisk) discharge heat to the Des Plaines River or other waterways that ultimately combine wmth
the Des Plaines River. (Am. Pet. a14.) The discharges fram these stations are subject ta
Secandary Contact and Indigenous Aquanc Lifc Water Quality Standards (35 IlL. Adm. Code
303.441)

Jaliet Station s a steam-clectric generating facility capable of pmducmg 1 /414 gross
megawatts of electricity. (Am. Pet. at 9,) The statlon is located in Will County, spproximately
one mile southwest of the City of Joliet, [llinojs, adjacent to the Des Plaines River. (Am. Pet. at

9.) Joliet Station consists of three coal-fired units, all of whxch utilize open cycle, onee—through

coendenser cooling systems.

The smﬁbnhutwotbemaldischugcsmthe!)cs Plaim River; one from Station #9 on
the east bank of the river and the other from Station #29 on the west bank. The maximum design
temperature rise in the circulating cooling wutsr is approximatcly 2.4°F, with a total circulating
water flow rate of 2, 620 cubic feet per second. (Am. Pet. at 9.) Both thermal discharges flow into
the Des Plaines River approximately one-half mile downstrenm of the Brandon Road Lock snd

- Dam, at river mile 285, which is about seven miles upstream of the [-55 Bridge. (Am. Pet. 5t 9.)
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 Will Coumty. E;;k, and Crowford Stations

Will Couaty, Crawford, and Fisk Stations (collectively, the "Canal Stations”) are steam
clectric generating facilitics capable of producing 1154, 581, and 342 gross megawarts of
electricity, respectively: (Am. Pet. at 10,) Will County Station is located in Romeoville, Illinois,
near the intersection of the Chicage Sanitary and Ship Canal end Romeo Road. (Am. Pet. at 10.)

. Crawford Station is located in Chicngo, near the intersection of the Stevenson Expressway and
Pulaski Avenue. (Am. Pet. at 10.) Fisk Station is located near downtown Chicago, at the

. _mmrsecnan of Loomis Street and the Chicago Sanitary and Ship Canal. (Am. Pet. at 10.) The
generating units of eack Canal Station are coal-fired, and cm.h tmhzw open cycle. onoc-dn'ough
condenser cooling systems - _

The Canal Stations discharge into the Chicago Sanitary and Ship Canal: Will County at
niver mile 295.5, Crawford at river mile 318.5, and Fisk at river mile 322. (Am. Pet. 22 10.) The
maximum design temperature rise in the circulating caoling water is approximately 11.1°F for
Will County, 12.0°F for Crawford, and 12.2°F for Fisk. (Am. Pet. at 10.) '

W&Eﬁ

: Each of the d:sc.harges from these four generating stations is subject to secondary
vontact and indigenous aquatic life water quality standards (35 lll. Adm. Code 303.441). The
temperature standard for secondary contact watcrs requires that temperature not exceed 34°C
{93°F) more than 5% of the time, or 37.8°C (100°F) at any time. (35 Ill. Adm. Code 302.408.)

However, the lower Des Plaines River between the Interstate 55 Bridge and the head
of the lllinois River (confluence of the Des Plaines River with the Kankakee River), a segment
known as the "Five-Mile Stretch”, is subject to the more stringent geneml use water quality
standards. Among other requirernerits, the general use standards governing tcmperature
require that maximum temperature rise above natural temperatures not exceed 2.8°C (5°F) and
water temperature not exceed 16°C (60°F), during winter months (Dec. through Mar.) or 32°C
(90°F), during summer months (Apr. through Nov.), more than 1% of the hours in a 12 month
period ending in any month, and never exceed these tcmpcmuns by more than s gl (3"1‘)
(35 1. Adm. Cad: 302.211(d) and (e).

ATED ] IGS

In 1987, ComEd requested that the Board determine, pursuant to 35 Ill. Adm. Code
302.211(£), that the thermal discharges from the Joliet Station have not caused and cannot
reasonably be eapected to cause significant ecological damage to the general use waters. The
Board found that ComEd had mnde the requisite showing under 302.211(f). (Ln the Maiter of:
Pruposed Deteamination of N cant Eeologl e for the | enerating Stati
(November 15, 1989), PCB 87-93.) w0 - '
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* In the course of PCB 87-93, the Sierra Club, participating as an. intcrvenor, argued that
ComEd bhad failed to make a sufficient showing of no significant ecological impact because,
among other reasons, the Joliet plant contributed to violations of Section 302.21 i(d) and (e) in the
‘waters of the Five-Mile Stretch. In response, ComEd argued that these provisions were _
inapplicable, principally because Joliet Station discharges into secondary contact waters. CamEd
furthsr committed to implement an operating plan for the Joliet Station which would ensure that
the Joliet Smuwmlldlmlusmsgswatlouqmlasnmuy to avoid exneedencesofthe
manthly maximum temperature standard of Section 302.21 1(e). .

In PCB £7-53, the Board nddreued these issues as follows:

The Board finds that 302.21 1(d) and (e) do apply to the effect of [ComEd's]
discharges. Although Secondary Contact Standards may govern at the point of a
particular discharge, it is possible for an entity located upstream of the beginning
of the General Use waters 10 causc or contribute 10 exceedences of the General
Use Water Quality Standards. In fact, the reason the Board required [ComEd] to
perform a tharmal demonstration under subsaction (f) is because the Board '
recognized that a source which discharges to Secondary Contact waters could
affect dnwnstream General Use waters. x

The de finds, however, that in this pmceeding the issnes of whether violations
of the 302.211 standards have occurred in the Five-Mile Stretch and, if they have,
whether [ComEd] is responsible for them, is at best ancillary to the matters at
hand.. The only proper forum for the Board to hear allegations of violation of the
Doard's rules is an eaforcancat activn brought pursuant to Tite VITI of the Tlinaig

- Environmental Protection Act. The Board cannot and will not here reach the issue
of whether [ComEd] is in viclation of any Board water qualily stundurd.

Coansideration of whether there is non-compliancc of the watcrs of the Five-Mile
- Stretch with the Board's water temperanure standards can enter the immediate case
only where non-complisucs stands as proof of significant ecological damage
| assocmad with [CamEd 5] disc.ha:rgc

. The Board ﬁnds that there is no substantive indication that any of the observed
temperaturcs in the Five-Mile Stretch have caused significant ecological damagr:
(PCB 87-93 at 19; 105 PCB Op. aL 167.)

‘whether ComBd's aperating plau was mptnh!e to sunsf}' the mqmtmm o.f _
Section 302.211(:). the Boud.fmmd '

The Board believes that [(..OmEd'l has a mble mmwnng program . . which,
although not field tested ot the time of hearing, is capable ufaxstmns adjustments
lo vperations should they prove mécsasary to ensurc compliance.

(PCB 87-93 at 21)) *Vin '
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In PCB 87-93, the Board found that ComEd successfully demonstrated that the heat -
discharges from the Joliet Station have not caused and cannot be reasonably expected to cause
significant ecological damage to the waters of the Five-Mile Stretch, In 30 doing, the Board also
found that the temperature of the waters of the Five-Mile Stretch was not a factor limiting its .
quality, and that other factors continue to override the effect of temperature on the waterway.
These overriding factors include joss of habitat due to channelization, disruption of habitat due ta
barge traffic, and the presence of h:nvy metals and other pollmants in the system. (PCB 87-93 at
20).

ComEd was granted 2 variance from the temperature standards of 35 Ill. Adm. Code
302.211(d) for these facilities for a period of five years. (Commonweaith Edison v, [PCB
(November 21, 1991), PCB S91-29.) As part of the variance, ComkEd agreed to Initiate a study -
to establish thermal standards for the facilities. In 1991, ComEd initiated a study of the entire
stretch of the Upper Illinois Waterway ((JTW) into which its plancs discharge. (Am. Pet. at 4.)
ComEd has submimed the report from this study as Exhibit 1 of the petition.

The upstream reach of the South Branch of the Chicago River, the Chicago Sanitary and
Ship Canal, and the Des Plaines River is greatly modified by use as a shipping channe] with
hahbitat limited W deep pools without shallows, struclure, riffles of suitable subsimtes. (Ag. at 6.)
The arca affceted by the proposed adjusted siandard is heavily developed with industrics,
including a refinery, a chemical plant and a boatyard, (Ag. at 6,) The waterway ig a very artificial
and significantly modified waterway that is limited in terms of habltat. (Am. Pet. at 12, Exh. 1-
Ch. 2.) Historical practices have caused substantial residual chemical Lonwnmauon ta be present
in meaeduncntsufﬂzemterww (Am. Pet_at 13, Exh 1Ch4.)

| The UTW study concludes that the above amlm.'nl waler lemperatures in the ULW during

:  the winter months are due primarily to discharges from municipal treatient plants, limiting the

:  organisms that can be maintained in the waterway. (Am, Pet. at 13, Exiu1 Ch. 10 Sec. 10.6.4.)
The report also maintains that the organisms limited by the above conditions are tolerant of water
temperatures wnrmerthanthosemncutcdumhnmsm l.he negmn (Am. Pet. at 13, Exh. 1 Ch 8.
9 and 10.)

. ; Coml:d comends that ita propoacd'ahcmatc thermal standards are cumpatihle with
protecting species in the UIW. (Am. Pet. at 14.) The propozed standards provide for a gradual,

~ stair-sicp increase into the spring and decrease in the fall rather that the 30°F change that would
be permitred by Section 302.21 1(8), were the requircmmzs of 302.21 l(d) nonexisteat. (Am. Pet.

atlS)

'Ihctukt‘orca thalcommhdﬁnlﬁ\?studyhehevmt is appmpnatetocontlnuem monltor
and study various ecological aspectz of the UTW. (Am. Pet- at 15.) ComEd has committed to
conduct further investigations on the UTW in ceoperation with the Slam Club and the appmpriate
govwnnmu! lmca. (Am. Pet. al 16).
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. COMPLIANCE ALTERNATIVES |

While ComEd maintains that compliance costs are not a factar to be c-onsndcrcd for
-determining applicable theomal standards under the Clean Water Act, it hag analyzed couts for
cooling tawers or derating its units to comply with the generally applicable thermal requirements.

(Am. Pet. at 11.) ComEd estimates that the cost of installing cooling towers at Joliet would be
$68 million. (Am. Pet at 11.): ComEd estimates that the cost of derating the plants to meet the
lhermal requirements would be in thernngenf‘i‘! S to $16 million annually, (Am: Pet. at 11 )

_ Thr.: Agency beheves thar it is teahmca.lly fmnble to rcdu::e the tcmparature of the
cffluents by use of ¢ooling towers and spray ponds. However, the Agency belicves that the cost
of providing this caoling raay not be economically reasonable when campa:ed to the likelihood of
no improvement in the aquatic cormnunny (Ag at7.) :

 For all of the wbove reasons, the Board finds that petitioner has presented adequate proof
of justification for the requested adjusted standard as set forth in Section 28.1(c) of the Act and
the requested adjusted standard, as presented in this proceeding, is consistent with the factors zet
~ lorth in Scction 27(a) of the Act. Petitioner has also provided the necessary ahowing for alternate
thermal standards pursuant to the Clem Water Act,

This opinion constinxes lhe Roard ﬁndmgs of fact and comluswm of law in this matter.
The rollowing Alternate Thermal Standards shatl apply at the [-53 Bridge as limitations

for discharges from ComEd's plants (Jotiet, Will County, Crawford and Frsk) In Heu of che
requmncnts of Section 302.211 {d) and (e}

Japuaxyy  60°F LI Fehuary, 60°F
March 65°F . April 1-15  73°F
April 1630 80°F ‘May 1-15 = 85°T
May 16-31 90°F ‘. 'Iune 1-15 90T
June 16-30 91°F _ CJuly . 91°F
August 91°F ‘September 90K
~ October - 85°F November 75°F
Deccmber  65°F S '

msmndudsmaybeexmded by mmore than 3°F during 2% of the hours in the 12-
month period ending December 31, axcept at no time shall ComEd’s. piants cause the water
temperature at the [-58 ntldge ) cx.cead 93°F, CunEd’s p e 1o be subjer.t to the

IIT.E’S_(WITDERED. o | \ LI > p_,

. . d . . ) . ; Lﬂ‘! J{.‘
R bath =9 7 it
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Secnon 41 of the Environmental Protection Au. (415 ILCS 5/41 {1994)} provides for the
appeal of final Board orders within 35 days of the date of service of this order. The Rules of
the Supreme Court of Ilinois cstablish filing requirements. (Seea]soils I Adm Code
101 246 'Mouons for Rccomidcmnon o

I, Dorothy M. Gunn, Clack of the Illinais Pollut )}on Control Board, hereby certify that
_thealmveoplmonandurdcrwas:dopwdonthc:ﬁ dayofgﬁ Blery ., 1996,bya -

vote of Py
Dorothy M. é: Clerk

Iilinois Pollution Control Board




Commonwealth Edison Company 544, L P2y h‘) /7702

One First National Plaza

P.O. Box ~6~ j, :
Chicag? IL 606900767 M" Lu’(h‘ ’tz o /_é/

 RECFIVED
SEP 191998

Environmesise, . <Clion Agency
WPC-- Permit Log In

September 16, 1996
Hand Delivered

Mr. Thomas McSwiggin

Manager, Permit Section

Division of Water Pollution Control
Illinois Environmental Protection Agency
2200 Churchill Road

Springfield, Illinois 62706

Subject: Crawford Generating Station, NDPES Permit No. [L0002186 ¢
Joliet 9 Generating Station, NPDES Permit No. [L0002216 ry
Joliet 29 Generating Station, NPDES Permit No. IL0064254 4
Will County Generating Station, NPDES Permit No. IL0002208 z

Dear Mr. McSwiggin:

This letter follows up on our discussions earlier in the summer concerning the best
approach for revising the NPDES permits for the subject stations to incorporate alternate
thermal limitations once the Illinois Pollution Control Board takes action on our pending
316(a) petition. The Board is expected to issue a final ruling in this matter at its October
3rd meeting. As you may recall, because 316(a) thermal limitations usually are granted
for a period of five years, it was your belief that it is administratively most efficient to
re-issue the affected NPDES permits for a new five year term. In this regard, you
requested that we inform your office of any new information concerning the operations
and waste water discharges at these stations since submitting the previous NPDES
permit applications. This letter serves to provide you with this information.

Crawford Generating Station - No changes, all is in operation as indicated in the
September 6, 1994, NPDES permit application.

Joliet 9 Generating Station - No changes, all is in operation as indicated in the May 26,
1995, NPDES permit application.

Joliet 29 Generating Station - No changes, all is in operation as indicated in the May 26,
1995, NPDES permit application.

Will County Generating Station - No changes, all is in operation as indicated in the
November 29, 1989, NPDES permit application.

L TTaminmnms Coacmen o



Mr. Thomas McSwiggin
Page 2
September 16, 1996

I am also enclosing is a copy of suggested permit language that was drafted last March at
the request of EPA Region 5. As you may recall, EPA wanted some assurance that
conditions in any re-issued NPDES permits would clarify that all ComEd generating
facilities operating upstream of the I-55 Bridge, especially the two Joliet stations, have
an ongoing responsibility to comply with temperature standards applicable downstream
of the Bridge. The enclosed draft language, which IEPA has previously reviewed, is
intended to achieve this end.

In closing, we would appreciate the Agency’s timely efforts toward re-issuing the
subject NPDES permits following the Board’s ruling. As you are aware, it is not until
revised permits are issued can the underlying purpose of alternate thermal limitations be
fully realized. Please feel free to contact either myself or Max Cole at (312) 394-4435 or
(312) 394-2829, respectively, if you need any further information or have questions.

?
|

ﬁ;s
effrey P. Smith

Supervisor of Water Quality

incerely,

encl.

envdc/
canmesw.doc



REVISED DRAFT PERMIT LANGUAGE FOR JOLIET STAS.

Special Condition No. ___

A,

Water temperature is to be monitored in the discharge canal prior 10 entry to the Des
Plaines River. Influent river temperature shall also be monitored. The monthly
average and monthly maximum values shall be reported on the moathly DMR form,
The daily average and daily maximum water temperatures shall also be submitted with
the monthly DMR.,

The receiving waters are designated as Secondary Contact and Indigenous

Aquatic Life Waters by Section 302.408, Illinois Administrative Code, Title 35, Subtitle
C, as amended. Discharges to these waters shall comply with the following water
quality standard:

River temperatures shall not exceed 93°F (34°C) more than 5% of the time, or 7
100°F (37.8°C) at any time at the edge of the mixing zone which is defined by
Rule 302.102 of the above regulations.

Special Condition No. ___

A

In lieu of the requirements of Section 302.211 (d) and (e), Iilinois Administrative Code,
Title 35, Subtitle C, as amended, thermal effluent of Outfall ___ shall not alone or in
cnmbmauonmtho(hammmusetemperammmthcmmnchamdoﬁhchw
Des Plaines River at the I-55 Bridge to exceed the temperatures set forth in the
following table, except in accordance with the allowable monthly excursions detailed
below :

[INSERT APPROPRIATE PROPOSED MONTHLY STANDARDS TABLE and
ALLOWABLE EXCURSION PERIODS]

When it appears that discharges from Outfall __ have the reasonable potential to cause
water temperatures at the [-55 Bridge to exceed the values set forth in the above table,
the permittee shall determine whether, and the extent to which, station operations
must be restricted to avoid violating the above-stated limits. The permittee shall
make such a determination based upon the outputs of a predictive model reasonably
suited for such a purpose.

The permittee shall maintain and operate a water temperature monitor and a suitable
back-up monitor at the I-55 Bridge. The permittee shall record river temperatures at
the I-55 Bridge at least once every 15 minutes, and shall report on the monthly DMR
the daily maximum temperature recorded and the cumulative number of excursion
hours, if any, above the monthly temperature standards set forth in the above table.



A}.TERNATE PROPOSED STANPARPS FOR THE I-55 BRIDGE

MONTH Jan. | Feb. | Mar. | April | April |May |May |{June |June |July | Aug. | Sept. | Oct. | Nov. | Dec.
' ' ' I-15 | 16-30 1-15 16-3) | 1-15 | 16-30 ' :

85 90) 90 |09 o) | 9] o0 |85 |75 65

Proposed | 60 60 65 73 80

' .
Alternate
Standards

(°F) )

- These standards ay be be cxcecdeq by no more lhan 3°F during 2% 0[ the hours i in the twelve- nmnlh pc.rmd ending December 31,
except that at no fime shall the water lcmpcramrc cxcced 93°F.

- ComEd’s Plants are Sllbjl:(.l (o the puard s Sccundary Contact smndarc!s al the poml of dlschargc CumEd is not prnpusmg o
obthin relief from those slandards



REVISED DRAFT PERMIT LANGUAGE FOR FISK, CRAWFORD AND WILL COUNTY STATIONS:
Special Condition No. ___

The receiving waters are designated as Secondary Contact and Indigenous Aquatic Life Waters
by Section 302.408, Illinois Administrative Code, Title 35, Subtitle C, as amended. Discharges
to these waters shall comply with the following water quality standard:

Canal temperatures shall not exceed 93°F (34°C) more than 5% of the time, or
100°F (37.8°C) at any time at the edge oflhemlxmgznnewhlch:sdeﬁnedby
Rule 302.102 of the above regulations.

Special Condition No. ___.

In lieu of the requirements of Section 302.211 (d) and (), Illinois Administrative Code,
Title 35, Subtitle C, as amended, thermal effluent of Qutfall ___ shall not alone or in
combination with other sources cause temperatures in the main channel of the Lower

Des Plaines River at the I-55 Bridge to exceed the temperatures set forth in the

following table, except in accordance with the allowable monthly excursions detailed below :

[INSERT APPROPRIATE PROPOSED MONTHLY STANDARDS TABLE and
ALLOWABLE EXCURSION PERIODS]
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AL-TERNATE PROPOSED STANRARRS FOR TIIE |55 BRIDGE

Foml Ian. F‘P Mll' Apl‘!! April M’Y M.y !nnc June ]:nly Aug. Schf. Oct. | Nov. | Dec.
] 115 1630 |1-1s 163 [14S 1630 | | |

60 |les |7 [so fss foo foo for for [or feo |85 |15 |65
Allérnate
Standards
B
B ;,gesc slanr!ards nmy Pc ccedeq W Pan J‘F during 2% u[ !hc hours m llu. twelve- mum’l pn.nnd cndmg December 31,

‘except that at no lime spall du:l ‘water lempmmrc cxg:ccd 93°F.

,pqud ] ﬂanls are su':jcculo the Pnarq s Sccondary Cnmaq sgandards at the pomi of dlscl:arge ComFd is not pmpusmg to
" obtain rclicf I‘rom those Standards.
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